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SMOOTH® Flushometer Hardwired
Side-Mount-Operator-Over-The-Handle

Repair Parts and Maintenance Guide

ADJUSTMENT PROCEDURES CARE AND CLEANING OF CHROME AND SPECIAL FINISHES

Mode A

The SMOOTH unit may be reset to normal range by fully pressing and 
holding in the Override Handle until the Red LED light in the Sensor Window 
illuminates. Then immediately release the Override Handle.

Mode B

The SMOOTH unit may be set to reduced range for closet applications by 
pressing and holding in the Override Handle until the Red LED light in the 
Sensor Window � ashes a slow long blinking light. Then immediately release 
the Override Handle.

Mode C (Urinal Only)

The SMOOTH unit may be set to reduced range by pressing and holding 
in the Override Handle until the Red LED light in the Sensor Window 
displays a rapid on and off blinking light. Then immediately release the 
Override Handle.

DO NOT USE abrasive or chemical cleaners to clean � ushometers as they 
may dull the luster and attack the chrome or special decorative � nishes. Use 
ONLY mild soap and water, then wipe dry with clean cloth or towel.

While cleaning the bathroom tile, the � ushometer should be protected from 
any splattering of cleaner. Acids and cleaning � uids can discolor or remove 
chrome plating.

When assistance is required, please contact 
Sloan Technical Support at: 1-888-SLOAN-14 (1-888-756-2614).
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PARTS LIST
Item 
No. Code No. Part No. Description
Items Included with the RESS Retrofi t and Complete Sloan ECOS® 
Hardwire Valves Only
 1A.  ‡ — Sloan ECOS® Electronic Hardwire 
    Dual Flush Assembly
1B.  ‡ — Sloan ECOS® Electronic Single-Flush Assembly
 2. 3325001 EBV-1020-A 1.6 gpf/6.0 Lpf Closet Flex Tube Diaphragm Kit
 3. 5325122 EBV-95 Flush Volume Regulator (Green)
 4. — EL-612-A  Solenoid Wall Flange
 5. 0325159 EBV-137  7/64” Hex Wrench
 6. 0305823 EBV-22  Strap Wrench
 7. 0325194 EBV-91  Range Adjustment Tool
 8. 0372031 WES-19  English Operation Instruction Plate
  0372040 WES-22  Spanish Operation Instruction Plate
 9. 3325814 EBV-1017-A  Handle Cap (RESS-C Retro� t Models only)
Items Included with the Complete Sloan ECOS® Hardwire Valves Only
 10. 3308386 H-700-A  1” (25 mm) Bak-Chek® Control Stop
 11. 3308797 H-1010-A  Vandal Resistant Stop Cap
 12. 0305381PK EBV-36-A  Valve Body
 13. 3308782 H-633-AA  1” (25 mm) Sweat Solder Kit
 14. 3308782 V-600-AA  1½” (38 mm) x 10” (254 mm) Vacuum Breaker 
    (Model 110)
  — V-600-AA  1½” (38 mm) x 23” (584 mm) Vacuum Breaker 
    (Model 115)
  0393049 V-600-AA  1½” (38 mm) x 26” (660 mm) Vacuum Breaker 
    (Model 116)
 15. 0306146 F-5-AT  1½” Spud Coupling Assembly 
    (Models 111, 115, and 116)
 15A. SEE SLIP JOINT GASKETS AND RINGS TABLE BELOW
‡ Part number varies with valve model variation; consult factory.
The EBV-1020-A Kit is supplied with multiple Flush Volume Regulators. The installer must use the correct 
Regulator when installing the kit.

ITEM 15A. SLIP JOINT GASKETS AND RINGS
Size Code No. Part No. Description
1-1/2” 5306058 F-3 Red Friction Ring 
 5322001 VBF-5 Black Slip Joint Gasket
 0319086/5319086 S-30 Flexible Seat
 0319079 S-21 Rigid Seat (rubber over brass)
1-1/2” x 1-1/4” 0396062 F-105 Slip Joint Gasket – Rigid 
1-1/4” 5306057 F-3 Red Friction Ring 
 5322176 VBF-5 Black Slip Joint Gasket
 0307052/5307052 G-21 Rigid Seat (rubber over brass)
1” 5306056 F-3 Red Friction Ring 
 5306115 F-5 Black Slip Joint Gasket
3/4” 5306055 F-3 Red Friction Ring 
 5306113 F-5 Black Slip Joint Gasket

Sloan ECOS® Electronic Valve Models Feature 
Sloan’s Exclusive Flex Tube Diaphragm for the 
ultimate in valve performance, reliability and 
chloramine resistance.

FLEX TUBE DIAPHRAGM ASSEMBLY 
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SLOAN ECOS® Hardwired
Flushometers
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